
SLOPE TO DRAIN, SEE NOTE 5

OVERHANG

SLOPE TO DRAIN

V

1. REFER TO CITY OF DUBLIN

STORMWATER REQUIREMENTS

CHECKLIST FOR REQUIRED LOADING

DOCK COMPONENTS.

2. LOADING PAD TO BE CONSTRUCTED OF

IMPERVIOUS MATERIAL COMPATIBLE

WITH HAULED SUBSTANCES.

3. LOADING AREA IS REQUIRED TO BE

COVERED USING (A) INDOOR LOADING

BAY, (B) OVERHANG, OR IF (A) AND (B)

ARE INFEASIBLE, (C) DOOR SKIRTS.

OPTIONS (B) AND (C) ARE SHOWN IN

DETAIL.

4. DIRECT RUNOFF FROM ROOF

DOWNSPOUTS TO STORMWATER

TREATMENT MEASURE OR PERVIOUS

AREA, AWAY FROM LOADING AREAS.

5. HYDRAULICALLY SEPARATE RUNOFF

GENERATED ON LOADING PAD FROM

EXTERIOR RUNOFF. DIRECT RUNOFF

FROM THE LOADING PAD TO THE

SANITARY SEWER (AT COVERED

LOADING DOCKS), OR TO A STORM

DRAIN CONNECTED TO A STORMWATER

TREATMENT MEASURE. GRADE

EXTERIOR AREA AWAY FROM LOADING

PAD SUCH THAT NO RUNOFF ENTERS

THE LOADING AREA.

7. MINIMUM SIZE OF SPILL CONTAINMENT

VAULT IS 125% OF THE VOLUME OF THE

LARGEST CONTAINER HANDLED AT THE

FACILITY.

8. EMERGENCY SPILL VALVE CONNECTED

TO SPILL CONTAINMENT VAULT

REQUIRED TO BE INSTALLED IN

DRAINAGE SYSTEM. LOCATION AND

OPERATION OF SHUT-OFF VALVE MUST

BE POSTED IN LOADING DOCK AREA.

9. CHECK WITH THE FIRE DEPARTMENT

FOR REQUIREMENTS REGARDING FIRE

SPRINKLERS ON FACILITIES WITH

OVERHANGS.

NOTES:

PLAN VIEW

DOOR SKIRT,

SEE NOTE 3

OPTION (C)

DISCHARGE TO SANITARY SEWER OR APPROVED

STORMWATER TREATMENT MEASURE

OVERHANG

DOCK

LEVELER LOADING

PLATFORM

A

-

FLOOR

DRAIN

SECTION A

SECTION B

B

-

FLOOR DRAIN,

SEE NOTE 5

LOADING BAY LOADING BAY

LOADING PAD, SEE NOTE 2

EMERGENCY SPILL

VALVE, SEE NOTE 7

10' OVERHANG,

SEE NOTE 3

SLOPE TO D
RAIN

,

SEE NOTE 5

DOOR SKIRT, SEE

NOTE 3 OPTION (C)

10'

RETRACTABLE

DOOR

GUTTER, SEE

NOTE 4

DOOR SKIRT,

SEE NOTE 3

OPTION (C)

SLOPE AWAY,

SEE NOTE 5

SPILL CONTAINMENT

VAULT, SEE NOTE 6

DRAIN TO

CONTAINMENT

VAULT

LOADING DOCK
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